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Head Frame Assembly

Frame shall be

maintained in a
horizontal plane
during transport.

Spring Loaded
Centering Arm

Rubber Roller

— Approx. 1.5 m
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Power cable pulleys shall
be sized to accommodate

60° A\ / 60°

60°
Lift Cable Arm

Positioning Latch

HEAD FRAME ASSEMBLY
(TYPICAL 3-CABLE DESIGN SHOWN)

Power Cable Access
Steel Frame

Luminaire

Slip Fitters

Positioning Device
or Latch (3 required

Conduit Access Holes

LUMINAIRE FRAME ASSEMBLY

power cable requirements.

All dimensions given in millimeters unless noted.
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LOWERING DEVICE
(TOWER LIGHTING)




